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Chamter 3/4"
Flushing Inlet, Manhole,

Electrolysis Station, [ |
or Water

Valve on 4" Posts—s=

NOTES:

Marker Posts

Way to locate manholes, water valves, flushing
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For Collar Details: £). 5
Manhole — Std. Dwg.230 W
Water Valve — Std. Dwg. 702 & | 6

Flushing Inlet —5td. Dwg. 602
Elactrolysis Sta.— Std. Dwg. 750

Class B Concrete

easements and Rights of
inlets, blowoffs,

shall be used in unimproved

electrolysis stations, ond other facilities as required by the City
Engineer,
2. Posts shall be 4" x 4" x6'-0" construction heart redwood S4S, and
painted with two(2) coats of outside white paint.
3. Legend to be lobeled on posts in 3" black letters ore as follows:
' a. On sanitary sewers: C. of M.
b. On storm sewers: C. of M.
¢. On water lines: On side facing valve, show size of valve
On opposite side, show C.of M.
d. On electrolysis stations: T.S. on test stations
. A.S. on anode stations
4, Portion of post to be set in concrete shall be treated to prevent
rotting .
5. Only one marker post shall be installed par electrolysis station.
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